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PROJECT DESCRIPTION:

APPLICABLE CODES:
1. FLORIDA BUILDING CODE 7TH EDITION (2020)

2. FLORIDA BUILDING CODE 7TH EDITION (2020) ACCESSIBILITY

3. FLORIDA BUILDING CODE 7TH EDITION (2020) MECHANICAL

4. FLORIDA BUILDING CODE 7TH EDITION (2020) ENERGY CONSERVATION

5. FLORIDA BUILDING CODE 7TH EDITION (2020) PLUMBING

6. FLORIDA FIRE PREVENTION CODE 7TH EDITION - FIRE CODE (NFPA 1)

7. FLORIDA FIRE PREVENTION CODE 7TH EDITION - LIFE SAFETY CODE (NFPA 101)

8. 2017 NATIONAL ELECTRICAL CODE

9. 2016 NATIONAL FIRE ALARM CODE NFPA 72

10. 2018 NFPA 10 STANDARD FOR PORTABLE FIRE EXTINGUISHERS

11. 2016 NFPA 13 STANDARD FOR INSTALLATION OF SPRINKLER SYSTEMS

USE AND OCCUPANCY CLASSIFICATION (FBC CHAPTER 3):
OCCUPANCY: MIXED

MAIN OCCUPANCY: MODERATE-HAZARD STORAGE, GROUP S-1

ACCESSORY OCCUPANCY (<10% OF MAIN OCCUPANCY): BUSINESS, GROUP B

GENERAL BUILDING HEIGHTS AND AREAS (FBC CHAPTER 5):
SPRINKLED:  YES ( X ) NO (    ) TYPE: NFPA 13 ( X ) NFPA 13R (    )

ALLOWABLE BUILDING HEIGHT (FBC TABLE 504.3): 75 FT. MAX. (S, III-B)

ALLOWABLE NUMBER OF STORIES (FBC TABLE 504.4):

MODERATE-HAZARD STORAGE GROUP S-1 3 STORIES (S, III-B)

UNLIMITED AREA BUILDING  -SPRINKLERED, ONE-STORY (FBC 507.4):

THE AREA OF A GROUP B, F, M OR S BUILDING NO MORE THAN ONE STORY ABOVE

GRADE PLANE OF ANY CONSTRUCTION TYPE, SHALL NOT BE LIMITED WHERE THE

BUILDING IS PROVIDED WITH AN AUTOMATIC SPRINKLER SYSTEM THROUGHOUT IN

ACCORDANCE WITH SECTION 903.3.1.1. AND IS SURROUNDED AND ADJOINED BY

PUBLIC WAYS OR YARDS NOT LESS THAN 60 FEET IN WIDTH.

PROVIDED HEIGHT AND FLOOR AREAS:

BUILDING HEIGHT: 43'-6"

 

NUMBER OF STORIES : 1 STORY

BUILDING AREA:

ENCLOSED 408,570 SQ. FT.

COVERED ENTRANCE        206 SQ. FT. (412 SQ. FT. / 2)

COVERED ENTRANCE        156 SQ. FT. (312 SQ. FT. / 2)

COVERED ENTRANCE        156 SQ. FT. (312 SQ. FT. / 2)

COVERED ENTRANCE        206 SQ. FT. (412 SQ. FT. / 2)

TOTAL 409,294 SQ. FT.

TYPES OF CONSTRUCTION (FBC CHAPTER 6):
CONSTRUCTION CLASSIFICATION (FBC 602):

TYPE I (A) (    ) TYPE III (B) ( X )

TYPE I (B)  (    ) TYPE IV (HT) (    )

TYPE II (A) (    ) TYPE V (A) (    )

TYPE II (B) (    ) TYPE V (B) (    )

TYPE III (A) (    )

TYPE III (B): TYPE III CONSTRUCTION IS THE TYPE OF CONSTRUCTION IN WHICH THE

EXTERIOR WALLS ARE OF NONCOMBUSTIBLE MATERIALS AND THE INTERIOR BUILDING

ELEMENTS ARE OF ANY MATERIAL PERMITTED BY THIS CODE. FIRE-RETARDANT

-TREATED WOOD FRAMING COMPLYING WITH SECTION 2303.2 SHALL BE PERMITTED

WITHIN EXTERIOR WALL ASSEMBLIES OF A 2-HOUR RATING OR LESS.

MIXED CONSTRUCTION: YES (     ) NO ( X )

FIRE-RESISTANCE RATING REQUIREMENTS FOR BLDG. ELEMENTS (FBC TABLE 601):

ASSEMBLIES/COMPONENTS HOURLY RATINGS

PRIMARY STRUCTURAL FRAME 0

BEARING WALLS - EXTERIOR 2*

BEARING WALLS - INTERIOR 0

NON-BEARING WALLS & PARTITIONS - EXTERIOR 0

NON-BEARING WALLS & PARTITION - INTERIOR 0

FLOOR CONSTRUCTION 0  

ROOF CONSTRUCTION 0

NOTE: NOT LESS THAN THE FIRE-RESISTANCE RATING BASED ON FIRE SEPARATION

DISTANCE.

FIRE-RESISTANCE RATING REQUIREMENTS FOR EXTERIOR WALLS BASED ON FIRE

SEPARATION DISTANCE (FBC TABLE 602):

X < 5 FT 2 HOUR 10 FT ≤ X < 30 FT 1 HOUR

5 FT ≤ X < 10 FT 1 HOUR X ≥ 30 FT 0 HOURS

NORTH WALL (> 30 FT) = 0 HRS EAST WALL  (>
 
30 FT) = 0 HRS

SOUTH WALL (> 30 FT) = 0 HRS WEST WALL (> 30 FT) = 0 HRS

NOTE: IN ACCORDANCE WITH FBC 507.4, FIRE SEPARATION DISTANCE ON ALL SIDES

OF THE BUILDING IS NOT LESS THAN 60 FEET.

FIRE AND SMOKE PROTECTION FEATURES (FBC CHAPTER 7 & FFPC-LSC CHAPTER 40) 
FIRE BARRIERS (FBC 707.3.9):

ASSEMBLIES/COMPONENTS    HOURLY RATING TEST REFERENCE

EXTERIOR WALLS:

9-1/4" CONCRETE PANEL WALL     2 HRS CALC. FIRE RESISTANCE

(TABLE 722.2.1.1)

INTERIOR WALLS - FIRE PUMP 102:

6" CONCRETE PANEL WALL     1 HR CALC. FIRE RESISTANCE

 (TABLE 722.2.1.1)

FLOOR-CEILING ASSEMBLY - FIRE PUMP 102:

(SEE DETAIL 1/A4.3) 1 HR U.L. L524

CONTINUITY (FBC 707.5): FIRE BARRIERS SHALL EXTEND FROM THE TOP OF THE

FOUNDATION OR FLOOR/CEILING ASSEMBLY BELOW TO THE UNDERSIDE OF THE FLOOR

OR ROOF SHEATHING, SLAB OR DECK ABOVE AND SHALL BE SECURELY ATTACHED

THERETO. SUCH FIRE BARRIERS SHALL BE CONTINUOUS THROUGH CONCEALED SPACE,

SUCH AS THE SPACE ABOVE A SUSPENDED CEILING. JOINTS AND VOIDS AT

INTERSECTIONS SHALL COMPLY WITH SECTION 707.8 AND 707.9.

THROUGH PENETRATIONS - WALLS (FBC 714.3.1.2): THROUGH PENETRATIONS SHALL BE

PROTECTED BY AN APPROVED PENETRATION FIRESTOP SYSTEM INSTALLED AS TESTED

IN ACCORDANCE WITH ASTM E 814 OR UL 1479, WITH A MINIMUM POSITIVE PRESSURE

DIFFERENTIAL OF 0.01 INCH (2.49 PA) OF WATER AND SHALL HAVE AN F RATING OF NOT

LESS THAT THE REQUIRED FIRE-RESISTANCE RATING OF THE WALL PENETRATED.

FIRE-RESISTANT JOINT SYSTEMS - FIRE-RESISTANCE RATED ASSEMBLIES (FBC 715.1):

JOINTS INSTALLED IN OR BETWEEN FIRE-RESISTANCE-RATED WALLS, FLOOR OR

FLOOR/CEILING ASSEMBLIES AND ROOFS OR ROOF/CEILING ASSEMBLIES SHALL BE

PROTECTED BY AN APPROVED FIRE-RESISTANT JOINT SYSTEM DESIGNED TO RESIST

THE PASSAGE OF FIRE FOR A TIME PERIOD NOT LESS THAN THE REQUIRED

FIRE-RESISTANCE RATING OF THE WALL, FLOOR OR ROOF IN OR BETWEEN WHICH THE

SYSTEM IS INSTALLED. FIRE-RESISTANT JOINT SYSTEMS SHALL BE TESTED IN

ACCORDANCE WITH SECTION 715.3.

DUCTS AND AIR TRANSFER OPENINGS - FIRE BARRIERS (FBC 717.5.2.): DUCTS AND AIR

TRANSFER OPENINGS SHALL BE PROTECTED WITH APPROVED FIRE DAMPERS

INSTALLED IN ACCORDANCE WITH THEIR LISTING.

EGRESS CAPACITY FACTORS (FFPC-LSC TABLE 7.3.3.1):

STAIRWAYS 0.3 INCH (WIDTH/PERSON)

LEVEL COMPONENTS & RAMPS 0.2 INCH (WIDTH/PERSON)

MINIMUM CLEAR OPENING OF EXIT DOORS (FFPC-LSC 7.2.1.2.3.2) = 32 IN.

MINIMUM FLOOR AREA ALLOWANCES PER OCCUPANT (FBC TABLE 1004.5)*:

WAREHOUSE: 500 GROSS SQ. FT / PERSON*

NOTE: BUILDING CODE USED IN LIEU OF LIFE SAFETY CODE SINCE LIFE SAFETY

CODE INDICATES THAT THE OCCUPANT LOAD IS THE MAXIMUM PROBABLE

NUMBER OF OCCUPANTS PRESENT AT ANY TIME.

BUSINESS: 100 GROSS SQ. FT / PERSON

TOTAL OCCUPANT LOAD FOR EGRESS:

WAREHOUSE  405,253 SF X 1/500 SF = 811 PERSONS

BUSINESS          3,317 SF X 1/150 SF =   23 PERSONS

TOTAL = 834 PERSONS

EGRESS CAPACITY - PROVIDED:

16 DOORS X 32" (CLEAR WIDTH) / 0.2" = 2,560 PERSONS

MODERATE-HAZARD STORAGE, GROUP S-1 OCCUPANCY

MIN. NUMBER OF EXITS REQUIRED PER FLOOR (FFPC-LSC 42.4.2 & 7.4.1.2):

OCCUPANT LOAD MORE THAN 500 BUT NOT MORE THAN 1000 - NOT LESS THAN 3

MAX. ALLOWABLE DEAD END CORRIDOR LENGTH (FBC 1020.4): 50 FT*

NOTE: BUILDING CODE USED IN LIEU OF LIFE SAFETY CODE SINCE MAXIMUM

ALLOWABLE DEAD END LENGTH IS LESS THAN 100 FT LENGTH ALLOWED BY LIFE

SAFETY CODE.

MAX. COMMON PATH OF TRAVEL (FFPC-LSC 40.2.5.1): 100 FT

 

MAX. TRAVEL DISTANCE TO EXITS (FFPC-LSC 40.2.6.1): 400 FT

ACCESSORY BUSINESS, GROUP B OCCUPANCY

MIN. NUMBER OF EXITS REQUIRED PER FLOOR (FFPC-LSC 38.2.4.1): 2 EXITS

MAX. ALLOWABLE DEAD END CORRIDOR LENGTH (FFPC-LSC 38.2.5.2.1): 50 FT

MAX. COMMON PATH OF TRAVEL (FFPC-LSC 38.2.5.3.1): 100 FT

 

MAX. TRAVEL DISTANCE TO EXITS (FFPC-LSC 38.2.6.3): 300 FT

MEANS OF EGRESS (FFPC-LSC CHAPTERS 7, 38 & 42 AND FBC CHAPTER 10):

PORTABLE FIRE EXTINGUISHERS:

FIRE EXTINGUISHER SIZE AND PLACEMENT FOR CLASS A HAZARDS (10: T6.2.1.1):

HAZARD CLASSIFICATION = ORDINARY

MINIMUM RATED SINGLE EXTINGUISHER = 2-A

MAXIMUM FLOOR AREA PER UNIT OF A = 1,500 SQ. FT.

MAXIMUM FLOOR AREA FOR EXTINGUISHER = 11,250 S.F.

MAXIMUM TRAVEL DISTANCE TO FIRE EXTINGUISHER = 75 FT.

10:6.2.1.4: UP TO ONE-HALF OF THE COMPLEMENT OF FIRE EXTINGUISHERS

SPECIFIED IN TABLE 6.2.1.1 SHALL BE PERMITTED TO BE REPLACED BY UNIFORMLY

SPACED 1 1/2" HOSE STATIONS FOR USE BY THE BUILDING OCCUPANTS.

FIRE EXTINGUISHERS PROVIDED:

FE AGENT: MULTI-PURPOSE DRY CHEMICAL

FE NOMINAL CAPACITY: 10 LBS

FE UL RATING: 4-A:80-B:C

QUANTITY REQUIRED: 408,780 GROSS SQ. FT. / 6,000 SQ. FT. = 69

QUANTITY PROVIDED: 87

MAXIMUM TRAVEL DISTANCE: 75 FT OR LESS

THIS PROJECT IS FOR THE CONSTRUCTION OF A NEW ONE-STORY BUILDING OF TYPE

III-B CONSTRUCTION ON AN UNDEVELOPED LOT.

THE SITE WORK INCLUDES PAVED PARKING AND DRIVEWAYS, SIDEWALKS,

LANDSCAPING, IRRIGATION AND SITE LIGHTING FOR A COMPLETE SITE.

THE PROPOSED BUILDING INCLUDES A SMALL OFFICE, RESTROOMS SERVING BOTH THE

OFFICE AND WAREHOUSE, AND A FIRE RESISTANCE-RATED FIRE PUMP ROOM FOR A

COMPLETE ESFR FIRE SUPPRESSION SYSTEM.

THE BUILDING IS BEING IS BEING BUILT ON A SPECULATIVE BASIS FOR A SINGLE TENANT

STORAGE OCCUPANCY WITH ACCESSORY BUSINESS OCCUPANCY.  A SEPARATE PERMIT

WILL BE REQUIRED IF THE BUILDING CHANGES TO MULTI-TENANT OR TO INSTALL A FIRE

ALARM WHEN REQUIRED FOR EITHER A BUSINESS, FACTORY, OR MERCANTILE

OCCUPANCY. PLASTIC (FBC CHAPTER 26):

FOAM PLASTIC INSULATION (FBC 2603.3): FLAME ≤ 75 / SMOKE ≤ 450

THERMAL BARRIER (FBC 2603.4): WHERE FOAM PLASTIC  INSULATION IS EXPOSED, IT

MUST BE SEPARATED FROM THE INTERIOR OF THE BUILDING BY AN APPROVED

THERMAL BARRIER OF 1/2-INCH GYPSUM WALLBOARD OR A MATERIAL THAT IS TESTED

IN ACCORDANCE WITH AND MEETS THE ACCEPTANCE CRITERIA OF BOTH THE

TEMPERATURE TRANSMISSION FIRE TEST AND THE INTEGRITY FIRE TEST OF NFPA 275.

INTERIOR FINISHES (FBC CHAPTER 8):

INTERIOR WALL & CEILING FINISH REQUIREMENTS (FBC TABLE 803.9):

INTERIOR EXIT STAIRWAYS AND RAMPS    CLASS A, B OR C

AND EXIT PASSAGEWAYS

CORRIDORS AND ENCLOSURE FOR EXIT      CLASS A, B OR C

ACCESS STAIRWAYS AND RAMPS

ROOMS AND ENCLOSED SPACES CLASS A, B OR C

INTERIOR FLOOR FINISH REQUIREMENTS (FBC 804):

ALL SPACES: NOT LESS THAN CLASS II

PLUMBING (FBC-PLUMBING CHAPTER 4):
MAXIMUM FLOOR AREA ALLOWANCE PER OCCUPANT (FBC TABLE 1004.1.2):

BUSINESS: 150 GROSS SQ. FT. / PERSON

WAREHOUSE: 500 GROSS SQ. FT / PERSON

TOTAL OCCUPANT LOAD FOR PLUMBING FIXTURE COUNT:

BUSINESS          3,317 SF X 1/150 SF =   23 PERSONS

WAREHOUSE  405,253 SF X 1/500 SF = 811 PERSONS

MINIMUM NUMBER OF REQUIRED PLUMBING FIXTURES (TABLE 403.1):

WAREHOUSE (811 PERSONS - 405.5 MEN / 405.5 WOMEN)

WATER CLOSETS - MEN 405.5 PERSONS/1 PER 100 = 4.05

WATER CLOSETS - WOMEN 405.5 PERSONS/1 PER 100 = 4.05

LAVATORIES - MEN 405.5 PERSONS/1 PER 100 = 4.05

LAVATORIES - WOMEN 405.5 PERSONS/1 PER 100 = 4.05

DRINKING FOUNTAIN 811 PERSONS/1 PER 1,000 = 0.81 

SERVICE SINK = 1.00

BUSINESS AREA (23 PERSONS - 11.5 MEN / 11.5 WOMEN)

WATER CLOSETS - MEN 11.5 PERSONS/1 PER 25 = 0.46

WATER CLOSETS - WOMEN 11.5 PERSONS/1 PER 25 = 0.46

LAVATORIES - MEN 11.5 PERSONS/1 PER 40 = 0.29

LAVATORIES - WOMEN 11.5 PERSONS/1 PER 40 = 0.29

DRINKING FOUNTAIN 23 PERSONS/1 PER 100 = 0.23

SERVICE SINK  = 1.00
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ONE HOUR FIRE BARRIER
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WALL-MOUNTED FIRE EXTINGUISHER

ILLUMINATED EXIT SIGN

TACTILE EXIT SIGN

LIFE SAFETY PLAN LEGEND

FE

FEC

T

LIFE SAFETY GENERAL NOTES
A. THE BUILDING IS DESIGNED WITH A COMPLETE ESFR FIRE SUPPRESSION SYSTEM TO

PROTECT CLASS I-IV COMMODITIES AND GROUP-A PLASTICS TO A HEIGHT OF 35'-0" IN A

43'-6" TALL BUILDING. NO SOLID SHELVES, OPEN TOP CONTAINERS, OR EXPOSED

EXPANDED PLASTICS.

B. HIGH PILE RACK / HIGH PILE STORAGE EVALUATION IS NOT INCLUDED IN THIS PERMIT. A

SECOND FIRE PERMIT WILL BE REQUIRED FOR THE STORAGE AREA.

C. IN ACCORDANCE WITH FFPC-LSC 7.2.1.5, ALL EXIT DOOR LEAVES SHALL BE ARRANGED TO

BE OPENED READILY FROM THE EGRESS SIDE WHENEVER THE BUILDING IS OCCUPIED.

D. IN ACCORDANCE WITH FFPC-LSC 7.2.1.5.3, LOCKS SHALL NOT REQUIRE THE USE OF A KEY,

A TOOL OR SPECIAL KNOWLEDGE OR EFFORT.

E. ALL DOORS AND FINISH HARDWARE SHALL BE COMPLIANT WITH THE REQUIREMENTS OF

SECTIONS 404.2.7 THROUGH 404.2.11 OF THE 2012 FLORIDA ACCESSIBILITY CODE FOR

BUILDING CONSTRUCTION (FACBC).
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SCALE:
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FLOOR PLAN NOTES
A. DO NOT SCALE DRAWING. NOTIFY ARCHITECT

FOR ANY MISSING DIMENSIONS.

B. ALL CONCRETE PANEL DIMENSIONS ARE NOMINAL

AND ARE MEASURED EITHER FROM CENTERLINE

OF CONCRETE PANEL JOINT OR FROM FACE OF

CONCRETE PANEL.

C. SEE SHEET A8.3 FOR STOREFRONT ELEVATION

TYPES.
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PARTIAL ROOF PLAN - WEST HALF
1" = 30'-0"

E

H

F

G

D

C

B

A

1 2 3 4 5 6 7 8

1

A11.2

E
X

P
A

N
S

I
O

N
 
J
O

I
N

T

9 10 11 12

1 2 3 4 5 6 7 8 9 10 11 12

9

A11.1

CONTINUOUS METAL COPING

S
L
O

P
E

 
=

 
1
/
4
"
 
P

E
R

 
F

T
.

RIDGE

S
L
O

P
E

 
=

 
1
/
4
"
 
P

E
R

 
F

T
.

6

A11.1

6

A11.1

5

A11.1

1

A11.2

CONTINUOUS 8" WIDE X 10" DEEP METAL GUTTER

WITH 6" X 6" METAL DOWNSPOUTS AT 27'-0" O.C.,

TYPICAL AT REAR ELEVATION - SEE PARTIAL FLOOR

PLANS AND EXTERIOR ELEVATIONS FOR LOCATIONS

CONTINUOUS 8" WIDE X 10" DEEP METAL GUTTER
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THERMOPLASTIC POLYOLEFIN (TPO)
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TYPE A

10 FT SETBACK LINE FROM ROOF EDGE (FBC-B 1015.6)

- ALL ROOFTOP MOUNTED EQUIPMENT REQUIRING

SERVICE TO BE LOCATED A MINIMUM OF 10 FT FROM

THE ROOF EDGE
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FL AR0015016

SCOTT A. BRADY

A

B

C

D

1
2 3 4 5

1 2 3 4 5

A

B

C

D

DRAWN BY:

1361 13th Ave. S., Suite 230

Jacksonville Beach, FL 32250

(904) 241-9997

www.enbarchitects.com

S
Y

M
D

E
S

C
R

I
P

T
I
O

N
D

A
T

E

R
E

V
I
S

I
O

N
S

DATE:

PROJ. NO.:

05/05/2021

21001

10
76

0 Y
EA

GE
R 

RO
AD

I
M

E
S

O
N

 
I
N

T
E

R
N

A
T

I
O

N
A

L
 
I
N

D
U

S
T

R
I
A

L
 
P

A
R

K
,
 
J
A

C
K

S
O

N
V

I
L

L
E

,
 
F

L
 
3

2
2

1
8

AA0002986

-
-

-

-
-

-

-
-

-

-
-

-

-
-

-

-
-

-

PA
RT

IA
L 

RO
OF

 P
LA

N 
- W

ES
T 

HA
LF

SAB

A2.5

SCALE:

KEY PLAN
N.T.S.

SCALE: 1" = 30'
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ROOF PLAN GENERAL NOTES
A. VENT STACK FLASHING: SEE DETAIL 2/A11.1.

B. PIPE PENETRATION FLASHING: SEE DETAIL

3/A11.1.

C. EXPOSED PIPE SUPPORT: SEE DETAIL 4/A11.1.

D. ROOF PENETRATIONS TO BE LOCATED 24"

MINIMUM AWAY FROM CURBS, WALLS, AND EDGES

TO PROVIDE ADEQUATE SPACE FOR FLASHING.

WEST EAST
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PARTIAL ROOF PLAN - EAST HALF
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ROOF PLAN GENERAL NOTES
A. VENT STACK FLASHING: SEE DETAIL 2/A11.1.

B. PIPE PENETRATION FLASHING: SEE DETAIL

3/A11.1.

C. EXPOSED PIPE SUPPORT: SEE DETAIL 4/A11.1.

D. ROOF PENETRATIONS TO BE LOCATED 24"
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LEVELER - SEE STRUCTURAL DRAWINGS
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STRUCTURAL DRAWINGS
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- SEE DETAIL 1/A11.1
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FIRE RATING UL ASSEMBLY STC RATING

A

N/A N/A N/A

TOP OF STRUCTURAL SLAB

FLOOR FINISH AS SCHEDULED

METAL STUD PARTITION

NON-LOAD BEARING

CONT. SEALANT TYPICAL

BASE AS SCHEDULED, TYPICAL

CONT. METAL TRACK

6 1/2" GLASS FIBER BATTS (R-19)

6" METAL STUDS AT 16" O.C. - GAUGE AS

REQUIRED FOR PARTITION HEIGHT AND

SPECIFIED HORIZONTAL DEFLECTION

FINISH CEILING AS SCHEDULED

ONE LAYER 5/8" TYPE X MOLD-RESISTANT

GYPSUM WALLBOARD, BOTH SIDES - EXTEND

FULL-HEIGHT ON WAREHOUSE SIDE AND

PROVIDE 3/8" TO 3/4" GAP BETWEEN DECK AND

GYPSUM WALLBOARD

2
"

SCALE: 1 1/2" = 1'-0"

UNDERSIDE OF DECK

CONTINUOUS SLOTTED METAL

DEFLECTION TRACK

CONTINUOUS METAL BLOCKING BETWEEN

STUDS FOR ATTACHING WALL FINISH

FIRE RATING UL ASSEMBLY STC RATING

B

N/A N/A N/A

METAL STUD PARTITION

NON-LOAD BEARING

CONT. SEALANT TYPICAL

BASE AS SCHEDULED, TYPICAL

CONT. METAL TRACK

3 1/2" GLASS FIBER BATTS

3 5/8" METAL STUDS AT 16" O.C. - GAUGE

AS REQUIRED FOR PARTITION HEIGHT

AND SPECIFIED HORIZONTAL DEFLECTION

FINISH CEILING AS SCHEDULED, TYPICAL

ONE LAYER 5/8" TYPE X GYPSUM WALLBOARD,

BOTH SIDES - PROVIDE MOLD-RESISTANT

GYPSUM WALLBOARD WHERE SCHEDULED

SCALE: 1 1/2" = 1'-0"

CONTINUOUS METAL TOP TRACK

- TERMINATE AT 2" ABOVE FINISH CEILING

AND BRACE TO STRUCTURE

TOP OF STRUCTURAL SLAB

FLOOR FINISH AS SCHEDULED

FIRE RATING UL ASSEMBLY STC RATING

C

N/A N/A N/A

METAL STUD CHASE WALL

NON-LOAD BEARING

CONT. SEALANT TYPICAL

BASE AS SCHEDULED, TYPICAL

CONT. METAL BOTTOM TRACK

3 1/2" GLASS FIBER BATTS, TYPICAL

DOUBLE ROW OF 3 5/8" METAL STUDS

AT 16" O.C. - GAUGE AS REQUIRED

FOR PARTITION HEIGHT AND

SPECIFIED HORIZONTAL DEFLECTION

FINISH CEILING AS SCHEDULED,

TYPICAL

ONE LAYER 5/8" MOLD-RESISTANT

TYPE X GYPSUM WALLBOARD BOTH

SIDES

SCALE: 1 1/2" = 1'-0"

3 5/8" METAL STUD CROSS BRACING

- LOCATE AT 1/3 POINTS

CONTINUOUS METAL TOP TRACK,

TYPICAL  - BRACE TO STRUCTURE

TOP OF STRUCTURAL SLAB

FLOOR FINISH AS SCHEDULED

10"

2
"

2
"

FIRE RATING UL ASSEMBLY STC RATING

D

N/A N/A N/A

TOP OF STRUCTURAL SLAB

FLOOR FINISH AS SCHEDULED

EXTERIOR WALL FURRING

NON-LOAD BEARING

CONTINUOUS METAL BOTTOM TRACK

1 5/8" METAL STUDS AT 24" O.C.

FINISH CEILING AS SCHEDULED

ONE LAYER 5/8" TYPE X GYPSUM

WALLBOARD

6
"

SCALE: 1 1/2" = 1'-0"

TILT-UP CONCRETE WALL PANEL

- SEE STRUCTURAL DRAWINGS

INTERIOREXTERIOR

RADIANT REFLECTIVE INSULATION EQUAL

TO FI-FOIL M-SHIELD (R-5.1)

BASE AS SCHEDULED

CONTINUOUS METAL TOP TRACK

PARTITION TYPES GENERAL NOTES
A. PROVIDE INTERIOR METAL STUDS IN THE SIZE AND SPACING INDICATED.

MINIMUM BASE METAL THICKNESS TO BE AS REQUIRED BY PERFORMANCE

REQUIREMENTS FOR HORIZONTAL DEFLECTION INDICATED IN SECTION 09 22

16 OF THE SPECIFICATIONS. PROVIDE MINIMUM 16 GAUGE METAL STUDS IN

PARTITIONS WHERE SUPPORTING WALL-HUNG DRINKING FOUNTAINS,

ELECTRICAL WATER COOLERS, AND RESTROOM GRAB BARS.

B. PROVIDE EITHER CONTINUOUS 6" X 54 MIL SHEET METAL BACKING PLATE,

METAL BACKING STUD, FLEXIBLE WOOD BACKING SYSTEM, OR 2X6 WOOD

BLOCKING BETWEEN STUDS AT LOCATIONS TO SUPPORT WALL-MOUNTED

ITEMS INCLUDING, BUT NOT LIMITED TO, CABINETS, GRAB BARS,

TELEVISIONS, TACKBOARDS, MARKERBOARDS, TOILET & BATH ACCESSORIES,

AND WATER HEATER ACCESSORY WALL MOUNT KITS. TYPE OF BACKING TO

BE SELECTED BY CONTRACTOR BASED ON APPLICABLE LOAD OF ITEM BEING

SUPPORTED.

C. REFER TO ROOM FINISH SCHEDULE ON SHEET A9.1 FOR ALL SCHEDULED

FINISHES AND FINISH CEILING HEIGHTS.

D. REFER TO ROOM FINISH SCHEDULE ON SHEET A9.1 FOR THOSE LOCATIONS

WHERE MOLD-RESISTANT GYPSUM WALLBOARD (MRB) IS REQUIRED IN LIEU

OF REGULAR GYPSUM WALLBOARD (GWB).

E. WHERE GLASS FIBER BATTS ARE REQUIRED, INSTALL BETWEEN METAL

STUDS IN A MANNER TO AVOID SLIPPING DOWNWARD. SUPPORTS USED TO

HOLD BATT INSULATION IN PLACE SHALL BE NON-COMBUSTIBLE.

F. PROVIDE GYPSUM WALLBOARD CONTROL JOINTS WHERE INDICATED ON

SHEET A5.1. SEE DETAIL 4/A12.1 FOR TYPICAL GWB CONTROL JOINT.

G. PROVIDE ACCESS PANELS IN GYPSUM WALLBOARD PARTITIONS WHERE

REQUIRED TO ACCESS CONCEALED BUILDING SYSTEMS. SEE DETAIL 7/A12.1

FOR TYPICAL ACCESS PANEL.
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ENLARGED PLAN NOTES
1. DO NOT SCALE DRAWING. NOTIFY ARCHITECT

FOR ANY MISSING DIMENSIONS.

2. ALL DIMENSIONS ARE MEASURED TO FACE OF

METAL STUD OR CONCRETE UNLESS NOTED

OTHERWISE.

3. SEE SHEET A4.4 FOR PARTITION TYPES.

4. SEE SHEET A8.3 FOR STOREFRONT ELEVATION

TYPES.

SCALE: 3/16" = 1'
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REFLECTED CEILING PLAN LEGEND

REFLECTED CEILING PLAN GEN. NOTES
A. REFER TO FINISH SCHEDULE ON SHEET A9.1 FOR CEILING HEIGHTS.

DIRECT-HUNG METAL SUSPENSION SYSTEM WITH

2' X 2' ACOUSTICAL CEILING TILES

2' X 4' LED LIGHT FIXTURE

2' X 4' LED LIGHT FIXTURE (BATTERY BACK-UP)

2' x 2' LED LIGHT FIXTURE (BATTERY BACK-UP)

1' X 4' LED INDUSTRIAL LIGHT FIXTURE

1' x 4' LED INDUSTRIAL LIGHT FIXTURE (BATTERY BACK-UP)

ROUND RECESSED LED DOWNLIGHT (BATTERY BACK-UP)

WALL-MOUNTED LED LIGHT

LED EXIT SIGN  WITH EMERGENCY LIGHTING

OCCUPANCY SENSOR

RETURN AIR GRILLE

SUPPLY AIR GRILLE

EXHAUST AIR GRILLE

OC
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TURNING SPACE, TYPICAL

59"D X 60"W ACCESSIBLE FIXTURE

CLEARANCE AT WATER CLOSET,
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WALL-MOUNTED BI-LEVEL ADA

ELECTRICAL WATER COOLER, TYPICAL

- SEE PLUMBING DRAWINGS

NOTE: PROVIDE MANUFACTURER'S

OPTIONAL ADA ACCESSORY APRON ON

UPPER UNIT FOR ADA-COMPLIANCE
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NOTE: SEE SHEET A4.4 FOR PARTITION TYPES.
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IF PRINTED SHEET IS LESS THAN 24" X 36", THEN IT IS NOT TO SCALE.
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SCALE:

MEN 1041

A6.1

1/4" = 1'-0"

1. MANUFACTURERS AND PRODUCTS LISTED ARE BASIS-OF-DESIGN PRODUCTS AND THE INSTALLATION HEIGHTS INDICATED MAY BE SPECIFIC TO THE MODEL LISTED. COMPARABLE

PRODUCTS FROM ACCEPTABLE MANUFACTURERS MAY BE SUBMITTED FOR APPROVAL BY ARCHITECT; HOWEVER, THE INSTALLATION HEIGHTS FOR THE ALTERNATE PRODUCTS

WILL HAVE TO BE VERIFIED TO INSURE COMPLIANCE WITH THE 2012 FLORIDA ACCESSIBILITY CODE.

2. MOUNTING HEIGHTS ARE MEASURED FROM TOP OF FINISH FLOOR UNLESS NOTED OTHERWISE.

 NOTES

1

2

4

5

TOILET & BATH ACCESSORIES SCHEDULE

3

DESCRIPTION MANUFACTURER MODEL MOUNTING MTG. HEIGHT REMARKSNO.

6

9

7

8

10

WASTE RECEPTACLE BRADLEY STAINLESS STEEL, SATIN FINISH, 12 GALLON CAPACITY, VINYL LINER
SEMI-RECESSED

346-10 32" TOP OF WASTE RECEPTACLE LIP

35" CENTERGRAB BAR (36") BRADLEY 8120-00136 SURFACE STAINLESS STEEL, CONCEALED MOUNTING, 1-1/2" O.D., 36" LENGTH, STANDARD FINISH

GRAB BAR (42") SURFACE STAINLESS STEEL, CONCEALED MOUNTING, 1-1/2" O.D., 42" LENGTH, STANDARD FINISH35" CENTERBRADLEY 8120-00142

FRAMELESS MIRROR - 3'-4" HIGH X FULL VANITY WIDTH, 1/4" FULLY-TEMPERED GLASS
SURFACE

- 38" BOTTOM

TBA-1

WALL BASE AS SCHEDULED,

TYPICAL

VANITY LIGHT FIXTURE,

TYPICAL - SEE

ELECTRICAL DRAWINGS

8

A12.1

TBA-4

2
'
-
1
0
"

OVERHEAD BRACED, FLOOR

ANCHORED SOLID PLASTIC

TOILET PARTITION, TYPICAL

MOLD & MOISTURE-RESISTANT

GYPSUM WALLBOARD WITH

PRE-CATALYZED WATERBASED

EXPOXY FINISH , TYPICAL

SCALE:

MEN 104 & WOMEN 1092

A6.1

1/4" = 1'-0"

TBA-3

SCALE:

MEN 104 & WOMEN 1093

A6.1

1/4" = 1'-0"

TBA-3
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SCALE:

WOMEN 1054

A6.1

1/4" = 1'-0"

TBA-1

8

A12.1

TBA-4
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NOTE: MEN 108 OPPOSITE NOTE: WOMEN 105 & MEN 108 OPPOSITE NOTE: WOMEN 105 & MEN 108 OPPOSITE

2
'
-
1
1
"

SCALE:

RESTROOMS 106 & 1115

A6.1

1/4" = 1'-0"

TBA-1

TBA-4

2
'
-
1
0
"

NOTE: RESTROOM 107 & 110 OPPOSITE

SCALE:

RESTROOMS 106 & 1116

A6.1

1/4" = 1'-0"

NOTE: RESTROOM 107 & 110 OPPOSITE

TBA-3

2
'
-
1
1
"

TBA-1

SCALE:

RESTROOMS 106 & 1117

A6.1

1/4" = 1'-0"

NOTE: RESTROOM 107 & 110 OPPOSITE

SCALE:

WAREHOUSE 1038

A6.1

1/4" = 1'-0"

3
6
"

3
8
"
-
4
3
"

WALL-MOUNTED BI-LEVEL ADA

ELECTRIC WATER COOLER

- SEE PLUMBING DRAWINGS

2
7
"

M
A

X
.

M
A

X
.

2
7
"

MANUFACTURER'S ADA

ACCESSORY APRON

5
'
-
1
"

7"

RESTROOM PANEL SIGN, TYPICAL

- SEE DETAIL _______

CHANNEL-FRAMED MIRROR SURFACE 18"W x 36"H, STAINLESS STEEL, SATIN FINISH, 1/4" TEMPERED GLASS, THEFT-RESISTANT MOUNTING40" BOTTOM OF REFLECTING SURFACEBRADLEY 781-1836-2

TBA-5 TBA-5

UNDERLAVATORY GUARD TRUBRO SURFACELAV GUARD 2 - IMPACT-RESISTANT, STAIN-RESISTANT, ANTIMICROBIAL VINYL, WHITE

IF PRINTED SHEET IS LESS THAN 24" X 36", THEN IT IS NOT TO SCALE.
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  DOOR & FRAME SCHEDULE
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DOOR FRAME REMARKSLABEL STC HDW

M
A

S
T

E
R
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E

Y
I
N

G

M
A

R
K

01 FROM OFFICE 103EXTERIOR ALUM FFFG GL-1LHR1 3/4" -ALUM FF3'-0" x 8'-0" - -9/A8.4 11/A8.410/A8.4 1 ALUMINUM-FRAMED STOREFRONT ASSEMBLY

ALUMINUM-FRAMED STOREFRONT ASSEMBLY

ALUMINUM-FRAMED STOREFRONT ASSEMBLY

ALUMINUM-FRAMED STOREFRONT ASSEMBLY

ALUMINUM-FRAMED STOREFRONT ASSEMBLY

ALUMINUM-FRAMED STOREFRONT ASSEMBLY

ALUMINUM-FRAMED STOREFRONT ASSEMBLY

02 FROM OFFICE 103EXTERIOR ALUM FFFG GL-1RHR1 3/4" -ALUM FF3'-0" x 8'-0" - - 1

03 FROM WAREHOUSE 101EXTERIOR ALUM FFFG GL-1LHR1 3/4" -ALUM FF3'-0" x 8'-0" - - 1

04 FROM WAREHOUSE 101EXTERIOR ALUM FFFG GL-1RHR1 3/4" -ALUM FF3'-0" x 8'-0" - - 1

05 FROM WAREHOUSE 101EXTERIOR ALUM FFFG GL-1LHR1 3/4" -ALUM FF3'-0" x 8'-0" - - 1

06 FROM WAREHOUSE 101EXTERIOR ALUM FFFG GL-1RHR1 3/4" -ALUM FF3'-0" x 8'-0" - - 1

07 FROM WAREHOUSE 101EXTERIOR ALUM FFFG GL-1LHR1 3/4" -ALUM FF3'-0" x 8'-0" - - 1

ALUMINUM-FRAMED STOREFRONT ASSEMBLY08 FROM WAREHOUSE 101EXTERIOR ALUM FFFG GL-1RHR1 3/4" -ALUM FF3'-0" x 8'-0" - - 1

09

10

FROM WAREHOUSE 101EXTERIOR

FROM WAREHOUSE 101EXTERIOR

A

A

A

A

A

A

A

A

KD

KD

KD

KD

KD

KD

KD

KD

3'-0" x 7'-0"

3'-0" x 7'-0"

1 3/4"

1 3/4"

LHR

RHR

F

F

HM P

HM P

-

-

HM P

HM P

F1

F1

- - 3

11 FROM FIRE PUMP 102EXTERIOR

12 FROM WAREHOUSE 101EXTERIOR

(2) 3'-0" x 7'-0" 1 3/4"

3'-0" x 7'-0" 1 3/4"

LHR/RHRA

RHR

LB HM P -

F HM P -

HM P

HM P
F1

F2

- - 3

- - 7

- - 3

A KA

A KA

A KA

A KA
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FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -14'-0" x 14'-0" - - - - - INSULATED STEEL SECTIONAL DOOR

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

CLOSER, ENTRANCE LOCKSET

24" X 24" LOUVER, CLOSER ON ACTIVE DOOR LEAF, STOREROOM LOCKSET

CLOSER, ENTRANCE LOCKSET

FROM WAREHOUSE 101EXTERIOR HM PF -RHR1 3/4" F1HM P3'-0" X 7'-0" - - 3 A KA CLOSER, ENTRY LOCKSET

FROM WAREHOUSE 101EXTERIOR HM PF -RHR1 3/4" F1HM P3'-0" X 7'-0" - - 3 A KA CLOSER, ENTRY LOCKSET

FROM WAREHOUSE 101EXTERIOR HM PF -RHR1 3/4" F1HM P3'-0" X 7'-0" - - 3 A KA CLOSER, ENTRY LOCKSET

CLOSER, ENTRANCE LOCKSET
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AA0002986
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BHA BOTH HANDS ACTIVE

BHRA BOTH HANDS REVERSE ACTIVE

LH LEFT HAND

LHA LEFT HAND ACTIVE

LHR LEFT HAND REVERSE

LHRA LEFT HAND REVERSE ACTIVE

RH RIGHT HAND

RHA RIGHT HAND ACTIVE

RHR RIGHT HAND REVERSE

RHRA RIGHT HAND REVERSE ACTIVE

A. SEE STRUCTURAL DRAWINGS FOR REQUIRED POSITIVE/NEGATIVE DESIGN PRESSURES FOR ALL

EXTERIOR DOORS.

B. ALL EXIT DOOR HARDWARE TO BE READILY OPERABLE FROM THE EGRESS SIDE WITHOUT THE USE OF A

KEY OR SPECIAL KNOWLEDGE OR EFFORT IN ACCORDANCE WITH FBC 1008.1.9. FOR PANIC AND FIRE

EXIT DEVICES, DEPRESSING TOUCHBAR SHALL RETRACT LATCHBOLT (FREE EGRESS). FOR LOCKSETS,

TURNING INSIDE LEVER RETRACTS LATCHBOLT (FREE EGRESS).

C. ALL FIRE/SMOKE RATED DOORS SHALL BE SELF-CLOSING AND SELF-LATCHING.

D. ALL DOORS LOCATED IN A SMOKE PARTITION SHALL MEET THE REQUIREMENTS FOR A SMOKE AND

DRAFT CONTROL DOOR ASSEMBLY TESTED IN ACCORDANCE WITH UL 1784. THE AIR LEAKAGE RATE OF

THE DOOR ASSEMBLY SHALL NOT EXCEED 3.0 CUBIC FEET PER MINUTE PER SQUARE FOOT OF DOOR

OPENING AT 0.10 INCH OF WATER FOR BOTH THE AMBIENT TEMPERATURE TEST AND THE ELEVATED

TEMPERATURE EXPOSURE TEST. INSTALLATION OF SMOKE DOORS SHALL BE IN ACCORDANCE WITH

NFPA 105. SEE LIFE SAFETY PLAN(S) AND/OR FLOOR PLAN(S) FOR SMOKE PARTITION LOCATIONS.

G. PER FACBC 404.2.11, VISION LIGHTS IN DOORS, GATES, AND SIDE LIGHTS ADJACENT TO DOORS OR

GATES, CONTAINING ONE OR MORE GLAZING PANELS THAT PERMIT VIEWING THROUGH THE PANELS

SHALL HAVE THE BOTTOM OF AT LEAST ONE GLAZED PANEL LOCATED 43 INCHES MAXIMUM ABOVE THE

FINISH FLOOR.

H. ALL DOORS AND FINISH HARDWARE SHALL BE COMPLIANT WITH THE REQUIREMENTS OF SECTIONS

404.2.7 THROUGH 404.2.11 OF THE 2012 FLORIDA ACCESSIBILITY CODE FOR BUILDING CONSTRUCTION

(FACBC).

I. AT ALL DOOR FRAMES, CONTINUOUSLY SEAL BETWEEN THE DOOR FRAME AND THE ADJACENT WALL

AND FLOOR SURFACES.

DOOR GENERAL NOTESDOOR HAND DOOR TYPES FRAME TYPES

ALUM ALUMINUM

CONC CONCRETE

F FLUSH

FF FACTORY FINISH

FG FULL GLASS

HM HOLLOW METAL

LB LOUVER BOTTOM
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  DOOR & FRAME SCHEDULE - CONTINUED
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FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE

FROM WAREHOUSE 101EXTERIOR 3'-0" x 7'-0" 1 3/4" LHR F HM P - HM P
F1

- - 3 A KA CLOSER, ENTRY LOCKSET

101
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OFFICE 103 TO

OFFICE 103 TO

MEN 104
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3'-0" x 7'-0" 1 3/4"
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- - 4 - NK

- - 4 - NK

- - 6 - NK

- - 5 - NK

- - 5 - NK
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- - 5 - NK

- - 5 - NK

FROM WAREHOUSE 101EXTERIOR HM PF -RHR1 3/4" F1HM P3'-0" X 7'-0" - - 3 A KA CLOSER, ENTRY LOCKSET

CLOSER, PUSH/PULL

CLOSER, PUSH/PULL

CLOSER, PASSAGE LATCHSET

CLOSER, PUSH/PULL

CLOSER, PUSH/PULL

CLOSER, PRIVACY LOCKSET

CLOSER, PRIVACY LOCKSET

CLOSER, PRIVACY LOCKSET

CLOSER, PRIVACY LOCKSET

FROM WAREHOUSE 101EXTERIOR STEEL FFS YES-- -CONC -9'-0" x 10'-0" - - 2 - - INSULATED STEEL SECTIONAL DOOR, ONE 24" X 6" WINDOW LITE
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A8.3

1. FIELD-VERIFY ALL ROUGH OPENINGS PRIOR TO

FABRICATION.

2. SEE STRUCTURAL DRAWINGS FOR REQUIRED

POSITIVE & NEGATIVE DESIGN PRESSURES.

3. SHADING INDICATES LOCATIONS SCHEDULED TO

RECEIVE GLASS TYPE GL-1(SAFETY GLAZING). ALL

OTHER LOCATIONS TO RECEIVE GLASS TYPE GL-2.

4. SEE SECTION 08 80 00 GLAZING FOR REQUIREMENTS

AND GLAZING SCHEDULE.

STOREFRONT GENERAL NOTES

SCALE: 1/4" = 1'

0 2' 4' 8'
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SCALE:

EXTERIOR DOOR JAMB
2

A8.1, A8.2 A8.4

3" = 1'-0" 081113-01

HOLLOW METAL FRAME WITH

MASONRY FRAME ANCHORS

5
 
3
/
4
"

SCHEDULED DOOR

1
 
1
5
/
1
6
"

1
 
9
/
1
6

"

5/8"
2"

INTERIOR

EXTERIOR

CHAMFERED EDGE, TYPICAL

SCALE:

EXTERIOR DOOR HEAD
1

A8.1, A8.2 A8.4

3" = 1'-0" 081113-01

SCHEDULED DOOR

INTERIOR

EXTERIOR

5 3/4"

1 15/16"
1 9/16"

5
/
8
"

2
"

RAINDRIP - SEE HARDWARE

SCHEDULE

HOLLOW METAL FRAME

CHAMFERED EDGE, TYPICAL

SCALE:

EXTERIOR DOOR SILL
3

A8.1, A8.2 A8.4

6" = 1'-0" 087100-01

DOOR BOTTOM

ADA-COMPLIANT METAL SADDLE

THRESHOLD - SET IN FULL BED

OF SEALANT

INTERIOR EXTERIOR

DOOR AS SCHEDULED

SCALE:

INTERIOR DOOR JAMB (HEAD SIM.)
4

A8.2 A8.4

3" = 1'-0" 081113-02

1
/
2
"

1
/
2
"

5/8"

PARTITION AS SCHEDULED

METAL STUDS AND SOUND

ATTENUATION BATTS AS

REQUIRED BY  PARTITION TYPE

HOLLOW METAL FRAME

2"

W
I
D

T
H

 
+

 
1

"

W
I
D

T
H

SCHEDULED DOOR

1/2"

1
 
1

5
/
1
6
"

1
 
9
/
1

6
"

CONT.

SEALANT,

TYP.

NOTE: FOR PARTITION WIDTHS OF 4 7/8", 7/16" BACKBENDS ARE ACCEPTABLE

IN LIEU OF 1/2" IN ORDER TO PROVIDE A STANDARD JAMB DEPTH OF 5 3/4"

SCALE:

SECTIONAL DOOR JAMB
5

A8.1, A8.2 A8.4

3" = 1'-0" 083613-01

EXTERIOR

INTERIOR

HI-LIFT SECTIONAL DOOR

& TRACK

TILT-UP CONCRETE

PANEL

CHAMFERED EDGE

TOOLED PANEL EDGE

SCALE:

STOREFRONT HEAD
6

A4.2, A8.3 A8.4

3" = 1'-0" 084113-01

ALUMINUM-FRAMED 2" X 4 1/2"

STOREFRONT SYSTEM

SHIM WITH CONT. SEALANT &

BACKER ROD BOTH SIDES

EXTERIOR
INTERIOR

CHAMFERED EDGE

PARTITION AS SCHEDULED AT

OFFICE 103

3/4" P.T. PLYWOOD BLOCKING

- INSTALL LEVEL

CONT. P.T. 2X4 WOOD BLOCKING

SCALE:

STOREFRONT SILL
8

A4.2, A8.3 A8.4

3" = 1'-0" 084113-03

ALUMINUM-FRAMED 2" X 4 1/2"

STOREFRONT SYSTEM

SHIM WITH CONT. SEALANT &

BACKER ROD BOTH SIDES

EXTERIORINTERIOR

SCALE:

STOREFRONT JAMB
7

A8.3 A8.4

3" = 1'-0" 084113-02

SHIM WITH CONTINUOUS SEALANT

& BACKER ROD BOTH SIDES

PARTITION AS SCHEDULED AT

OFFICE 103

INTERIOR

EXTERIOR

ALUMINUM-FRAMED 2" X 4 1/2"

STOREFRONT SYSTEM

CONTINUOUS SEALANT AROUND

PERIMETER

CHAMFERED EDGE

CONT. P.T. 1X2 WOOD FURRING

CONT. P.T. 2X4 WOOD BLOCKING

SCALE:

ENTRANCE DOOR HEAD
9

A8.1, A8.3 A8.4

3" = 1'-0" 084113-04

ALUMINUM-FRAMED 2" X 4 1/2"

STOREFRONT SYSTEM

EXTERIORINTERIOR

ALUMINUM-FRAMED ENTRANCE

DOOR AS SCHEDULED

SCALE:

ENTRANCE DOOR JAMB
10

A8.1, A8.3 A8.4

3" = 1'-0" 084113-05

ALUMINUM-FRAMED 2" X 4 1/2"

STOREFRONT SYSTEM

EXTERIOR

INTERIOR

ALUMINUM-FRAMED ENTRANCE

DOOR AS SCHEDULED

ADA-COMPLIANT ALUMINUM

SADDLE THRESHOLD BELOW

SCALE:

ENTRANCE DOOR SILL
11

A8.1, A8.3 A8.4

3" = 1'-0" 084113-06

ALUMINUM-FRAMED ENTRANCE

DOOR AS SCHEDULED

ADA-COMPLIANT ALUMINUM

SADDLE THRESHOLD - SET

IN FULL BED OF SEALANT

EXTERIORINTERIOR

10" ADA-COMPLIANT BOTTOM RAIL

BOTTOM DOOR SWEEP

SCALE:

STOREFRONT SILL
12

A4.2, A8.3 A8.4

3" = 1'-0" 084113-07

ALUMINUM-FRAMED 2" X 4 1/2"

STOREFRONT SYSTEM

EXTERIOR
INTERIOR

2
 
1

/
2

"

1
 
1

/
2

"
1

"

ALUMINUM SILL FLASHING

CONTINUOS TO HARDWOOD

SILL

CONTINUOUS P.T. 2X4 WOOD

BLOCKING

PARTITION AS SCHEDULED

AT OFFICE 103

SHIM AS REQUIRED

1X HARDWOOD SILL

1X1 HARDWOOD TRIM

1/2"

1"5"5"
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  ROOM FINISH SCHEDULE

R
O

O
M

 
N

U
M

B
E

R

F
I
N

I
S

H

M
A

T
E

R
I
A

L

B
A

S
E

M
A

T
E

R
I
A

L

R
O

O
M

 
N

A
M

E

F
L
O

O
R

F
I
N

I
S

H

H
E

I
G

H
T

F
I
N

I
S

H

M
A

T
E

R
I
A

L

F
I
N

I
S

H

M
A

T
E

R
I
A

L

F
I
N

I
S

H

M
A

T
E

R
I
A

L

WALLS CEILING REMARKS

NORTH EAST SOUTH WEST

EXPOSED -CONC CONC PCONC P VARIESPPWAREHOUSE SC -101

ACT ACOUSTICAL CEILING TILE

CBU CEMENTITIOUS BACKER

UNIT

CMU CONCRETE MASONRY UNIT

CPT CARPET TILE

CS CONCRETE SEALER

EPOXY PRE-CATALYZED 

WATER-BASED EPOXY

  ROOM FINISH ABBREVIATIONS

ROOM FINISH GENERAL NOTES

A. REFER TO SHEET ______ FOR FINISH LEGEND.

B. WHERE CEILING HEIGHT IS INDICATED AS "VARIES" OR THERE ARE TWO

HEIGHTS INDICATED, REFER TO REFLECTED CEILING PLAN FOR

REQUIRED HEIGHTS.

C. WHERE TWO CEILING FINISHES ARE INDICATED, REFER TO REFLECTED

CEILING PLAN FOR LOCATIONS.

D. REFER TO SHEET _____ FOR MARKING AND IDENTIFICATION FOR FIRE

AND SMOKE PROTECTION.

E. ALL METAL PIPE BOLLARDS, HOLLOW METAL DOORS AND FRAMES, AND

METAL ROOF LADDER SHALL BE PAINTED AS SPECIFIED.

ROOM FINISH  KEY NOTES

1. WHERE CARPET TRANSITIONS TO CONCRETE, PROVIDE A RESILIENT

ROLLING TRAFFIC TRANSITION. SEE DETAIL 1/A9.1.

2. WHERE CARPET TRANSITIONS TO RESILIENT FLOORING (VCT), PROVIDE

A RESILIENT ADAPTOR. SEE DETAIL 2/A9.1.

3. WHERE RESILIENT FLOORING (VCT) TRANSITIONS TO CONCRETE,

PROVIDE A RESILIENT REDUCER STRIP. SEE DETAIL 3/A9.1.

GWB GYPSUM WALLBOARD

LVT LUXURY VINYL TILE

MRB MOLD & MOISTURE

RESISTANT GWB

P PAINT

PLWD PLYWOOD

VCT VINYL COMPOSITION TILE

VWB VINYL WALL BASE

FIRE PUMP102

OFFICE103

MEN104

WOMEN105

RESTROOM106

RESTROOM107

MEN

WOMEN

RESTROOM

RESTROOM

108

109

110

111

SC

CPT

VCT

VCT

VCT

VCT

VCT

VCT

VCT

VCT

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

VWB

- CONC

GWB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

P

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

GWB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

P

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

GWB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

P

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

EPOXY

GWB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

MRB

P

P

P

P

P

P

P

P

P

ACT-1

ACT-2

ACT-2

ACT-2

ACT-2

ACT-2

ACT-2

ACT-2

ACT-2

-

-

-

-

-

-

-

-

-

-

EXPOSEDCONC CONC

CONC

- - +12'-0"

+12'-0"

+8'-0"

+8'-0"

+8'-0"

+8'-0"

+8'-0"

+8'-0"

+8'-0"

+8'-0"

SEE NOTE 2

SEE NOTE 2

SEE NOTE 3

SEE NOTE 3

SEE NOTE 3

SEE NOTE 3

SEE NOTE 3

SEE NOTE 3

SEE NOTES 1 & 2

SCALE:

RESILIENT REDUCER (RMA-1)
3

A8.1, A9.1 A9.1

6" = 1'-0" 096513-03 RRS

SEALED CONCRETE

RESILIENT REDUCER

VINYL COMPOSITION TILE

(VCT) OR LUXURY VINYL

TILE (LVT)

DOOR

SCALE:

RESILIENT ADAPTOR
2

A8.2, A9.1 A12.1

6" = 1'-0" 096513-02 CTA

RESILIENT FLOORING

RESILIENT ADAPTOR

CARPET

DOOR

SCALE:

RESILIENT TRANSITION
1

A8.2, A9.1 A9.1

6" = 1'-0" 096513-01 CTA

CONCRETE FLOOR

RESILIENT ROLLING TRAFFIC

TRANSITION

CARPET

DOOR

- - CONC

RO
OM

 F
IN

IS
H 

SC
HE

DU
LE

SAB

A9.1
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SAB

A11.1

SCALE:

MECHANICAL ROOF CURB
1

A2.6, A2.7 A11.1

3" = 1'-0" 075423-01

2X6 P.T. WOOD NAILERS - FASTEN

BOTTOM NAILER TO STEEL DECK WITH

2 ROWS OF #10 GALV. STEEL SCREWS

AT 24" O.C. OR EQUIVALENT; FASTEN

TOP NAILER(S) TO LOWER NAILERS

WITH TWO ROWS STAGGERED AND

SPACED NOT TO EXCEED 24" O.C. WITH

MIN.  1-1/4" PENETRATION

8
"
 
M

I
N

.

TPO MEMBRANE

TPO WELDED SPLICE

CONT. SEALANT ALONG EDGE OF CURB

FLANGE AND OVER FASTENER HEADS

TPO CURB FLASHING MEMBRANE ON

TPO BONDING ADHESIVE

PRE-FABRICATED INSULATED METAL

ROOF CURB

CONT. WOOD NAILER

1 1/4" GALV. ROOF NAILS AT 12" O.C. MAX.

MECHANICAL EQUIPMENT

METAL COUNTERFLASHING (3" FACE MIN.)

SCALE:

VENT STACK FLASHING
2

A2.5 A11.1

3" = 1'-0" 075423-02

TPO SINGLE-PLY

ROOFING SYSTEM

HEAT WELDED LAP

PREMOLDED VENT BOOT

STAINLESS STEEL CLAMP

CONT. SEALANT WITH

WATER STOP BELOW

VENT STACK

SCALE:

PIPE PENETRATION FLASHING
3

A2.5, A2.6 A11.1

3" = 1'-0" 075423-03

TPO SINGLE-PLY

ROOFING SYSTEM

MEMBRANE TARGET

FLASHING MEMBRANE

STAINLESS STEEL CLAMP

CONT. SEALANT WITH

WATER STOP BELOW

PIPE PENETRATION

BONDING ADHESIVE

HEAT WELDED LAP

1"

8
"

SCALE:

EXPOSED PIPE SUPPORT
4

A2.5, A2.6 A11.1

3" = 1'-0" 075423-04

TPO SINGLE-PLY ROOFING

SYSTEM

RUBBER PIPING SUPPORT

HEAT WELDED LAP

PIPE STRAP CLAMP

PIPING

TPO MEMBRANE OR WALKWAY

PAD - EXTEND 2" MIN. PAST

EDGES OF SUPPORT

SCALE:

EXPANSION JOINT
5

A2.5, A2.6 A12.1

3" = 1'-0" 075423-05

REINFORCED TPO MEMBRANE

CONT. TPO CUT EDGE SEALANT

INSTALL FACTORY-FABRICATED EXPANSION

COVER OUT PAST THE MECHANICAL

ATTACHMENT AND HOT AIR-WELD

DRILL-TEC FASTENERS

AND PLATES AT 12" O.C.

TACK WELD INTERMITTENTLY ON BOTH

CURBS TO HOLD IN PLACE IF NEEDED

HEAT WELDED LAP

FACTORY-FABRICATED TPO EXPANSION

JOINT COVER

RIGID POLYISO INSULATION ON

METAL ROOF DECK

P.T. WOOD NAILERS, TYPICAL

TAPERED EDGE STRIP

FIELD MEMBRANE SHOULD RUN INTO THE

EXPANSION JOINT CONTINUING ONTO THE

OTHER SIDE AND TERMINATING AS INDICATED

NOTE: APPLY CUT EDGE SEALANT

TO ALL CUT REINFORCED TPO

EDGES

FOAM EXTENDS 3" INTO OPENING

COMPRESSIBLE ROD/BATT INSULATION

SCALE:

METAL EDGE FLASHING & GUTTER
6

A2.5, A2.6, A4.1, A4.2 A11.1

3" = 1'-0" 075423-06

REINFORCED TPO MEMBRANE

CONT. WOOD NAILER - FASTEN WITH 1/2" DIA. X 12"

ANCHORS WITH WASHERS AT 24" O.C. - FILL RECESS

WITH SEALANT

SECURE  METAL ROOF EDGE FLASHING TO WOOD NAILER

WITH DRILL-TEC SCREWS AT 12" O.C.

CONTINUOUS METAL GUTTER AS SPECIFIED

WITH GUTTER BRACKETS AT 24" O.C. AND

SPACERS SPACED ALTERNATELY WITH

BRACKETS - PROVIDE GUTTER EXPANSION

JOINTS AT 50' MAX. AND CENTERED BETWEEN

DOWNSPOUTS

CONT. BEAD OF TPO CUT EDGE SEALANT, TYPICAL

24-GAUGE CONT. HOOK STRIP SECURED TO WOOD

NAILER WITH DRILL-TEC FASTNERS AT 12" O.C.

TPO COATED METAL ROOF EDGE

FLASHING

1
/
4

"

METAL DOWNSPOUT - PROVIDE 8" X 8"

DOWNSPOUTS AT FRONT ELEVATION

AND 6" X 6" DOWNSPOUTS AT REAR

ELEVATION

8"

1
0

"
1

"

RIGID POLYISO INSULATION ON

METAL ROOF DECK

8" WIDE TPO FLASHING STRIP HEAT-WELDED

2
 
1

/
2

"

4"

SCALE:

FLASHING AT ROOF HATCH
7

A2.5 A11.1

3" = 1'-0" 075423-07

8
"
 
M

I
N

.

REINFORCED TPO MEMBRANE

2X6 P.T. WOOD NAILERS AS

REQUIRED FOR DEPTH OF

INSULATION - FASTEN  BOTTOM

NAILER TO STEEL DECK WITH 2

ROWS OF #10 GALV. STEEL SCREWS

AT 24" O.C. OR EQUIVALENT; FASTEN

TOP NAILER(S) TO LOWER NAILERS

WITH TWO ROWS STAGGERED AND

SPACED NOT TO EXCEED 24" O.C.

WITH MIN.  1-1/4" PENETRATION

HEAT WELDED LAP

CONT. SEALANT ALONG EDGE OF

CURB FLANGE AND OVER

FASTENER HEADS

INSULATED METAL ROOF HATCH

- SEE DETAIL 8/A11.1

SOLID BACKER ROD 50% LARGER

THAN OPENING

BONDING ADHESIVE

STEEL ANGLE FRAME

- SEE STRUCT. DWGS.

SCALE:

ROOF HATCH ISOMETRIC
8

A2.5, A12.1 A11.1

NTS 077200-01

SELF-CLOSING GATE

42"

ABOVE

THE ROOF

SURFACE

HATCH RAILING

SYSTEM

ROOF HATCH

SCALE:

WALL FLASHING WITH COPING
9

A2.5, A2.6, A4.3 A11.1

3" = 1'-0" 075423-08

CONTINUOUS 2X P.T. WOOD NAILER

- FASTEN TO TOP OF CONCRETE WALL

WITH 1/2" DIA. X 12" ANCHOR BOLTS

WITH WASHERS AT 24" O.C. - FILL

RECESS IN NAILER WITH SEALANT

TPO REINFORCED MEMBRANE

TPO BONDING ADHESIVE

1
"

1
"

1
/
2

"
 
M

I
N

.

CONTINUOUS METAL COPING

CONTINUOUS METAL CLEAT, TYPICAL

BOTH SIDES - FASTEN TO WOOD NAILER

AT 12" O.C.

CONTINUOUS SHIM

12

1

CONCRETE TILT PANEL
RIGID POLYISO INSULATION

ON METAL ROOF DECK

CONTINUOUS CUT EDGE SEALANT

DRILL-TEC PLATES AND SCREWS

AT 12" O.C.

HEAT-WELDED LAP

11"
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SCALE:

WALL TERMINATION
5

A2.5, A2.6, A4.2 A11.2

3" = 1'-0" 075423-11

TPO REINFORCED

MEMBRANE, TYPICAL

1" RIGID PLOYISO

INSULATION ON

METAL ROOF DECK

CONT. CUT EDGE

SEALANT

DRILL-TEC PLATES AND

SCREWS AT 12" O.C.

HEAT-WELDED LAP

TPO BONDING ADHESIVE

CONCRETE TILT PANEL

CONTINUOUS SEALANT

CONTINUOUS TERMINATION BAR WITH

DRILL-TEC FASTENERS AT 6" O.C.

CONT. WATER BLOCK OR SEALANT

1
0

"

5/4 X 4" MIN.  P.T. WOOD

NAILER - FASTEN TO METAL

DECK WITH 2 ROWS OF #10

GALVANIZED STEEL SCREWS

AT 24" O.C. OR EQUIVALENT

SCALE:

ROOF PLAN AT ENTRANCE CANOPIES
1

A2.5, A2.6 A11.2

3/16" = 1'-0" 075423-09

SLOPE = 1/4" PER FT.

S
L
O

P
E

 
=

 
1
/
4
"
 
P

E
R

 
F

T
.

THERMOPLASTIC POLYOLEFIN (TPO)

MEMBRANE ROOF SYSTEM ON 1" RIGID

POLYISO INSULATION BOARD ON

SLOPED METAL ROOF DECK, TYPICAL

CONTINUOUS METAL

COPING

EXTERIOR FACE OF CONCRETE

TILT PANEL, TYPICAL

6" WIDE X 6" DEEP CONTINUOUS

METAL GUTTER WITH 5" X 5"

METAL DOWNSPOUT

2

A4.2

5

A11.2

6

A11.2

2

A11.2

4

A11.2

H

1 2

8 9

14 15

SLOPE = 1/4" PER FT.SLOPE = 1/4" PER FT.

CANOPY TYPE A

2

A4.2

SIM.

2

A11.2

2

A11.2

OPP.

5

A11.2

6

A11.2

CANOPY TYPE B

SCALE:

METAL EDGE FLASHING & GUTTER
4

A11.2 A11.2

3" = 1'-0" 075423-10

REINFORCED TPO MEMBRANE

CONTINUOUS WOOD NAILER - FASTEN WITH

1/2" DIA. X 12" ANCHOR BOLTS  WITH

WASHERS AT 24" O.C. - FILL RECESS IN NAILER

WITH SEALANT

SECURE  METAL ROOF EDGE FLASHING TO WOOD NAILER

WITH DRILL-TEC SCREWS AT 12" O.C.

CONTINUOUS METAL GUTTER WITH GUTTER

BRACKETS AT 24" O.C. MAX. AND SPACERS

SPACED ALTERNATELY WITH BRACKETS

CONT. BEAD OF TPO CUT EDGE SEALANT, TYPICAL

24-GAUGE CONT. HOOK STRIP SECURED TO WOOD

NAILER WITH DRILL-TEC FASTNERS AT 12" O.C.

TPO COATED METAL ROOF EDGE FLASHING

1
/
4

"

5" X 5" METAL DOWNSPOUT

6"

6
"

1
"

1" RIGID POLYISO INSULATION

ON METAL ROOF DECK

8" WIDE TPO FLASHING STRIP HEAT-WELDED

2
 
1

/
2

"

4"

SCALE:

CANOPY DOWNSPOUT PLAN
2

A11.2 A11.2

3" = 1'-0" 075423-12

EXTERIOR CONCRETE TILT PANEL

8" X 8" METAL DOWNSPOUT FROM

MAIN ROOF ABOVE - CONNECT TO

UNDERGROUND STORM DRAINAGE

PIPING, SEE CIVIL DRAWINGS FOR

CONTINUATION

8" X 8" CANOPY ROOF METAL DOWNSPOUT

- DISCHARGE AT GRADE

8" WIDE TPO FLASHING

STRIP HEAT WELDED

SHEET METAL FLASHING

BELOW TPO FLASHING

TERMINATION BAR WITH CONTINUOUS SEALANT

AND WATERSTOP, TYPICAL - PROVIDE HEAT

WELDED LAP WHERE TPO EXTENDS OVER

VERTICAL LEG OF SHEET METAL FLASHING

OPENOPEN

3

A11.2

CANOPY CONCRETE TILT

PANEL

SCALE:

CANOPY DOWNSPOUT
3

A11.2 A11.2

3" = 1'-0" 075423-13

8" X 8" METAL DOWNSPOUT FROM

MAIN ROOF ABOVE

6"

1
"

3
"

8" X 8" CANOPY ROOF METAL

DOWNSPOUT - DISCHARGE AT

GRADE

CONT. WOOD NAILER - FASTEN WITH

1/2" DIA. X 12" ANCHORS WITH

WASHERS AT 24" O.C. - FILL RECESS

WITH SEALANT

CANOPY CONCRETE TILT PANEL

CONTINUOUS BEAD OF TPO CUT EDGE

SEALANT, TYPICAL

REINFORCED TPO

MEMBRANE

1" RIGID POLYISO

INSULATION ON METAL

ROOF DECK

8" WIDE TPO FLASHING

STRIP HEAT-WELDED

TERMINATION BAR AT EXTERIOR

CONCRETE TILT PANEL (BEYOND)

VERTICAL LEG OF SHEET METAL

FLASHING UNDERNEATH TPO

MEMBRANE AT PANEL BEYOND

SCALE:

WALL FLASHING WITH COPING
6

A4.2, A11.1 A11.2

3" = 1'-0" 075423-08

CONTINUOUS 2X P.T. WOOD

NAILER - SEE DETAIL 9/A11.1

CONTINUOUS METAL COPING

OVER CONTINUOUS SHIM

12

1

CONCRETE TILT PANEL

6
"

1
"

1
"

1
'
-
6

"

7 1/2"

9 1/2"

11 1/2"

2"

2"

RIGID

POLYISO

INSULATION

ON METAL

ROOF DECK

TPO REINFORCED MEBRANE ON

TPO BONDING ADHESIVE

DRILL-TEC PLATES AND

SCREWS AT 12" O.C.

HEAT WELDED LAP

CONT.

CUT EDGE

SEALANT

CONTINUOUS METAL CLEAT,

TYPICAL BOTH SIDES - FASTEN

TO WOOD NAILER AT 12" O.C.
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SCALE:

EXTERIOR STAIR PLAN
1

A2.2, A2.3, A2.4 A11.3

1/4" = 1'-0" 033000-01

1
2
'
-
8
"

6"

5'-0"

6"

6'-0"

5
'
-
6
"

5
'
-
4
"

* NOTE: DIMENSION IS MEASURED

FROM THE NOSE OF THE TREAD TO

THE START OF THE RADIUS ON THE

HANDRAIL RETURN TO THE PANEL

*

1
'
-
1
0
"

6
 
T

R
E

A
D

S
 
A

T
 
1
1
"

1
2
"

*1
2
"

1 1/4" NOM. SCHEDULE 40 GALVANIZED

STEEL PIPE HANDRAIL, TYPICAL

2 1/4" 2 1/4"

CONCRETE TILT PANEL, TYPICAL

2

A11.3

DN

SCALE:

EXTERIOR STAIR SECTION
2

A11.3 A11.3

1/4" = 1'-0" 033000-01

4
'
-
6
"

4
'
-
0
"

4
'
-
1
"

7
 
R

 
A

T
 
7
"

1
0
 
1
/
2
"

1
/
2
"

3
'
-
6
"

SLOPE 1/2"

3
'
-
0
"

REINFORCED C.I.P. CONC.

STAIRS - SEE STRUCTURAL

1 1/4" NOM. SCHEDULE 40 GALV.

STEEL PIPE HANDRAIL

4" X 4" X 1/2" GALV. STEEL PLATE

WITH (4) 3/8" X 2 1/2" EXPANSION

BOLTS, TYPICAL

CONCRETE TILT PANEL

WITH 3/4" MITERED EDGE

NOTE: SLOPE STAIR TREADS TO PROVIDE POSITIVE DRAINAGE

8
'
-
6
"

CAST-IN-PLACE REINFORCED

CONCRETE STAIRS AND LANDING

WITH NON-SLIP BROOM FINISH - SEE

STRUCTURAL DRAWINGS

SCALE:

CONCRETE TILT PANEL JOINT
3

A2.2 A11.3

6" = 1'-0" 034713-01

CONTINUOUS SEALANT

& BACKER ROD, TYPICAL

3/4"3/4" 3/4"

3
/
4
"

SCALE:

CONCRETE TILT PANEL REVEAL
4

A4.1, A4.2, A4.3 A11.3

6" = 1'-0" 034713-02

1
 
1
/
2
"

1"

VERTICAL SECTION

1
"

1
/
2
"

SCALE:

CANOPY FASCIA & SOFFIT
5

A4.2 A11.3

3" = 1'-0" 072413-01

CONCRETE TILT PANEL

8
"

7 1/2"

9 1/2"

1
 
1
/
8
"

3 5/8" COLD FORMED STEEL

STUDS AT 24" O.C.

5/8" GLASS MAT GYPSUM

SHEATHING

3/4" CHAMFERED EDGE,

TYPICAL

EXTERIOR INSULATION AND

FINISH SYSTEM (EIFS)

2"

SCALE:

CONC. TILT PANEL JOINT (1 HR)
6

A5.1 A11.2

6" = 1'-0" 034713-03

3
/
4
"

FORMING MATERIAL: MIN. 4

PCF MINERAL WOOL BATT

INSULATION - INSTALL PER

UL TESTED ASSEMBLY

NOTE: MAXIMUM ALLOWED

WIDTH OF PANEL JOINT IS

3 1/2" INCHES

*

U.L. WW-D-1200

MINIMUM 1/4" THICKNESS

OF TREMCO DYMONIC 100

POLYURETANE SEALANT,

TYPICAL BOTH SIDES

3/4" CHAMFERED EDGE,

TYPICAL

SCALE:

TILT-UP CONCRETE PANEL JOINT
7

A5.1 A11.1

6" = 1'-0" 034713-05

3

/

4

"

2"

1/2"
1 1/2"

2
"

1
/
2

"
1

 
1

/
2

"

SCALE:

FIXED LOUVER HEAD
8

A3.2 A11.3

3" = 1'-0" 089119-01

INTERIOR EXTERIOR

3/4" CHAMFER, TYPICAL

FIXED, EXTRUDED-ALUMINUM

LOUVER - SEE MECHANICAL

DRAWINGS

CONT. SEALANT & BACKER ROD

BIRD SCREEN

NOTE: SHIM AS REQUIRED TO

PROVIDE CONSISTENT

CLEARANCE BETWEEN LOUVER

AND OPENING ON ALL SIDES

SCALE:

FIXED LOUVER SILL
9

A3.2 A11.3

3" = 1'-0" 089119-02

INTERIOR

EXTERIOR

ALUMINUM SILL PAN - SET IN

CONT. BED OF SEALANT

1
 
1

/
2

"

1"

FIXED, EXTRUDED-ALUMINUM

LOUVER - SEE MECHANICAL

DRAWINGS

NOTE: SHIM AS REQUIRED TO

PROVIDE CONSISTENT CLEARANCE

BETWEEN LOUVER AND OPENING

ON ALL SIDES

CONT. SEALANT & BACKER ROD
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SCALE:

FIRE EXTINGUISHER CABINET
1

A5.3 A12.1

1" = 1'-0" 104413-01

4
'
-
0
"

FIRE-EXTINGUISHER

CABINET AS SPECIFIED

FINISH FLOOR

T
O

P
 
O

F
 
C

A
B

I
N

E
T

 
T

R
I
M

2

A12.1

SCALE:

FIRE EXTINGUISHER CABINET
2

A12.1 A12.1

3" = 1'-0" 104413-02

PARTITION TYPE AS SCHEDULED

MOUNTING SCREW PER

MANUFACTURER'S INSTALLATION

INSTRUCTIONS, TYPICAL

DOOR

DOOR HANDLE

SEMI-RECESSED

FIRE EXTINGUISHER

CABINET

FRAME RETURN TRIM

4
"
 
M

A
X

.

SCALE:

FIRE EXTINGUISHER
3

A2.2 A12.3

1" = 1'-0" 104416-01

MOUNTING BRACKET

FIRE EXTINGUISHER

3
'
-
8
"

FINISH FLOOR

F

I

R

E

E

X

T

I

N

G

U

I

S

H

E

R

FIRE EXTINGUISHER DECAL

NOTE: PROVIDE PLASTIC SIGN

WHERE SUBSTRATE IS EITHER

CONCRETE OR MASONRY

SCALE:

INTERIOR PIPE BOLLARD
6

A2.2 A12.1

3/4" = 1'-0" 055000-01

CROWN CONCRETE 1" ABOVE

TOP OF PIPE

6"Ø SCHEDULE 40 STEEL PIPE

BOLLARD (CONCRETE FILLED)

- PAINT OSHA SAFETY YELLOW

2'-0" DIAMETER POURED-IN-PLACE

CONCRETE ENCASEMENT

(2,500 PSI MIN. AT 28 DAYS)

1'-0" 1'-0"

2'-0"

3
'
-
0

"

3
"

4
'
-
0
"

N
.
T

.
S

.

CONCRETE SLAB

7
'
-
0

"

SCALE:

GWB CONTROL JOINT
4

A4.1, A5.1 A12.1

6" = 1'-0" 092900-01

1/2" MAX.

5/8" TYPE X GYPSUM

WALLBOARD, TYPICAL

VINYL OR ZINC CONTROL

JOINT

BATT INSULATION

COMPRESSED TO FILL

OPENING WHERE

INSULATION IS SCHEDULED

METAL STUD, TYPICAL

JOINT COMPOUND,

TYPICAL

30'-0" MAX.30'-0" MAX.

SCALE:

DOCK DOOR BOLLARD PLAN
5

A2.2, A2.3, A2.4 A12.1

1/2" = 1'-0" 055000-02

2"

1
'
-
6

"

2"

6"Ø SCHEDULE 40 STEEL PIPE

BOLLARD - SEE DETAIL 5/A12.1

TYPICAL OVERHEAD DOOR

SCALE:

ACCESS DOOR @ GWB PARTITION
7

A4.1 A12.1

6" = 1'-0" 083113-01

STEEL FRAME

DOOR SIZE AS REQUIRED

FLUSH STEEL ACCESS

PANEL DOOR

CONCEALED PIVOTING ROD

HINGE

FLUSH CAM LATCH

5/8" GYPSUM WALLBOARD

NOTE: ACCESS PANEL TO BE EQUAL TO ACUDOR UF-5000

UNIVERSAL FLUSH ACCESS DOOR FINISHED WITH PRIME

COAT OF WHITE ALKYD BAKED-ON ENAMEL

SCALE:

PLASTIC LAMINATE VANITY
8

A6.1 A12.1

1 1/2" = 1'-0" 064116-04

2
'
-
1

0
"

2'-0"

2
'
-
4

"
6

"

3/4" BACKSPLASH

PLASTIC LAMINATE

COUNTERTOP ON 3/4"

EXTERIOR GRADE PLYWOOD

NOTE: PROVIDE 2X6 WOOD

BLOCKING OR 6" X 54 MIL

UNPUNCHED METAL BACKING

TRACK IN PARTITION TO

SUPPORT COUNTERTOP

4
"

FLOOR FINISH AS SCHEDULED

9
"
 
M

I
N

.

8" MIN.

6"

REMOVABLE PLASTIC LAMINATE

CLAD 3/4" PANEL - HINGE AT

BOTTOM AND PROVIDE

PRESSURE LATCH RELEASE AT

TOP

K-2905-8 FARMINGTON LAVATORY CAST IRON

1'-6"

MAX.

3/4" PLYWOOD BRACE

- TYPICAL AT SIDEWALLS

SCALE:

METAL ROOF LADDER
9

A12.3

1/2" = 1'-0" 055000-03

STEEL BASE PLATE, TYPICAL

- SEE STRUCTURAL DRAWINGS

STEEL TUBE STRINGER, TYPICAL

- SEE STRUCTURAL DRAWINGS

3/4" Ø X 20" LONG STEEL LADDER RUNGS

- PLUG WELD INTO STRINGERS

1
'
-
0

"

T
Y

P
.

7"

STEEL ANGLE FRAMING

- SEE STRUCTURAL DRAWINGS

3
9

'
-
5

 
3

/
8

"
 
(
T

O
P

 
O

F
 
S

T
E

E
L

 
D

E
C

K
 
-
 
F

I
E

L
D

 
V

E
R

I
F

Y
)

NOTE:  ALL STEEL SURFACES TO

RECEIVE PAINT FINISH AS SPECIFIED

*

9
"

NOTE: 14"

MAX. A.F.F.

SECTION ELEVATION

1'-6"

36" X 36" INSULATED

METAL ROOF HATCH

- SEE DETAIL 8/A11.1

ALIGN CENTERLINE OF TOP

RUNG WITH ROOF SURFACE

1
2
"

36" 36"

7

A11.1

OPP.

SINCE LADDER HEIGHT IS GREATER THAN

24 FT, PROVIDE A FALL ARREST SYSTEM

AutoCAD SHX Text
FIRE EXTINGUISHER
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S

SAB

A12.2

SCALE:

PANEL SIGN PLACEMENT
1

A10.1 A10.2

1/2" = 1'-0" 101400-01

CLEAR FLOOR SPACE

CENTERED ON TACTILE

CHARACTERS

ADJACENT

SIDE WALL

SIGN, TYPICAL

CONDITION  "A"

5
'
-
1
"

SIGN

PUSH OR

PULL SIDE

CONDITION "B"

PUSH OR PULL SIDE

PUSH

SIDE

T
O

P
 
O

F
 
S

I
G

N

INACTIVE

LEAF

ACTIVE

LEAF

C

L

EQ. EQ.

1. TACTILE CHARACTERS ON SIGNS SHALL BE

LOCATED 48 INCHES MINIMUM ABOVE FINISH

FLOOR OR GROUND SURFACE, MEASURED FROM

THE BASELINE OF THE LOWEST TACTILE

CHARACTER AND 60 INCHES MAXIMUM ABOVE THE

FINISH FLOOR OR GROUND SURFACE, MEASURED

FROM THE BASELINE OF THE HIGHEST

CHARACTER.

2. TACTILE SIGNS SHALL BE LOCATED ALONGSIDE

THE DOOR AT THE LATCH SIDE. SEE CONDITION "A".

3. WHERE A TACTILE SIGN IS PROVIDED AT DOUBLE

DOORS WITH ONE ACTIVE LEAF, THE SIGN SHALL

BE LOCATED ON THE INACTIVE LEAF. SEE

CONDITION "B".

4. WHERE A TACTILE SIGN IS PROVIDED AT DOUBLE

DOORS WITH TWO ACTIVE LEAFS, THE SIGN SHALL

BE LOCATED TO THE RIGHT SIDE OF THE RIGHT

HAND DOOR. SEE CONDITION "C".

5. WHERE THERE IS NO WALL SPACE AT THE LATCH

SIDE  OF A SINGLE DOOR OR AT THE RIGHT SIDE OF

DOUBLE DOORS WITH TWO ACTIVE LEAFS, SIGNS

SHALL BE LOCATED ON NEAREST ADJACENT WALL.

SEE CONDITION "D".

6. TACTILE SIGNS SHALL PER PERMITTED ON THE

PUSH SIDE OF DOORS WITH CLOSERS AND

WITHOUT HOLD-OPEN DEVICES. SEE CONDITION

"E".

7. TACTILE SIGNS SHALL BE LOCATED SO THAT A

CLEAR FLOOR SPACE OF 18 INCHES MIN. BY 18"

MIN., CENTERED ON THE TACTILE CHARACTERS, IS

PROVIDED BEYOND THE ARC OF ANY DOOR SWING

BETWEEN THE CLOSED POSITION AND 45 DEGREE

OPEN POSITION.

CONDITION "C"

PUSH OR PULL SIDE

ACTIVE

LEAF

ACTIVE

LEAF

SIGN PLACEMENT NOTES

ACTIVE

LEAF

ACTIVE

LEAF

SEE NOTE 7

SIGN

CONDITION "D" CONDITION "E"

WITH CLOSER &

WITHOUT HOLD-OPEN

DEVICES

C

L

1'-6"

1
'
-
6

"

MIN.

M
I
N

.

4

5

°

C

L

EQ. EQ.
9"

SIGN

9"

<18"

<18"

SCALE:

PANEL SIGN - TYPE "EXIT1"
2

A10.1 A10.2

6" = 1'-0" 101400-02

6"

8
"

6
"

COPY: UPPER CASE

HELVETICA, 5/8"

CAPITAL LETTER

HEIGHT, CENTERED

PANEL: SQUARE

EDGES, SQUARE

CORNERS, AND NO

FRAME

GRADE 2 BRAILLE

3
/
8

"

5
/
8

"

EXIT

PICTOGRAM (4" HIGH)

P
I
C

T
O

G
R

A
M

 
F

I
E

L
D

3/8" 3/8"

2
"

3
/
8

"
3

/
8

"

1
/
4

"

NOTE: WHERE PANEL IS

INSTALLED ON GLASS LITE,

INSTALL BLANK PANEL ON

OPPOSITE SIDE OF GLASS

LITE TO CONCEAL MOUNTING

SCALE:

PANEL SIGN - TYPE "RR3"
5

A5.3 A12.2

6" = 1'-0" 101400-03

6"

8
"

6
"

COPY: UPPER CASE

HELVETICA, 5/8"

CAPITAL LETTER

HEIGHT, CENTERED

PANEL: SQUARE

EDGES, SQUARE

CORNERS, AND NO

FRAME

GRADE 2 BRAILLE

3
/
8

"

5
/
8

"

RESTROOM

PICTOGRAM

P
I
C

T
O

G
R

A
M

 
F

I
E

L
D

3/8" 3/8"

2
"

3
/
8

"
3

/
8

"

1
/
4

"

SCALE:

PANEL SIGN - TYPE "RR1"
3

A5.3 A12.2

6" = 1'-0" 101400-04

6"

8
"

6
"

COPY: UPPER CASE

HELVETICA, 5/8"

CAPITAL LETTER

HEIGHT, CENTERED

PANEL: SQUARE

EDGES, SQUARE

CORNERS, AND NO

FRAME

GRADE 2 BRAILLE

3
/
8

"

5
/
8

"

MEN

PICTOGRAM

P
I
C

T
O

G
R

A
M

 
F

I
E

L
D

3/8" 3/8"

2
"

3
/
8

"
3

/
8

"

1
/
4

"

SCALE:

PANEL SIGN - TYPE "RR2"
4

A5.3 A12.2

6" = 1'-0" 101400-05

6"

8
"

6
"

COPY: UPPER CASE

HELVETICA, 5/8"

CAPITAL LETTER

HEIGHT, CENTERED

PANEL: SQUARE

EDGES, SQUARE

CORNERS, AND NO

FRAME

GRADE 2 BRAILLE

3
/
8

"

5
/
8

"

WOMEN

PICTOGRAM

P
I
C

T
O

G
R

A
M

 
F

I
E

L
D

3/8" 3/8"

2
"

3
/
8

"
3

/
8

"

1
/
4

"
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